GALVANIZED
INSECT SCREEN

SEE SPECIFICATIONS FOR INTERIOR
LINING AND EXTERIOR COATING.

VENT PIPE SHALL BE LOCATED
AS CALLED FOR ON PLANS AND
SHALL BE INSTALLED PLUMB.

MINIMUM
4" DUCTILE IRON
UNLESS SHOWN

OTHERWISE
ON PLANS
MINIMUM 2' ABOVE 100 YR. FLOOD ELEVATION. ' |
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INSTALL PIPE WITH 2-6" MINIMUM x
COVER & MAINTAIN CONTINUOUS
UPWARD SLOPE.
k - v |
4"-0" MINIMUM T
FILL LOWER PIPE
WITH CLASS "B"
~|  CONCRETE TO
/ [ INVERT OF PIPE.
4" D.I. PIPE I /
3.8" ] )p CLASS "A" CONCRETE
MINIMUM
o |4 i
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